	20:10:36:16.  Technical standard. The technical standard to be used in evaluating all applications shall be IEEE 1547. If a public utility wants to use other standards in addition to IEEE 1547, it may do so only after seeking and being granted a waiver from the commission.

	The public utility shall require the applicant or interconnection customer to construct, own, operate, and maintain its small generator facility and associated interconnection facilities in accordance with the provisions of IEEE 1547, the safety standards required therein, and reasonable safety and reliability standards required by the commission.

	Source: 35 SDR 305, effective July 1, 2009.
	General Authority: SDCL 49-34A-27, 49-34A-93.
	Law Implemented: SDCL 49-34A-27, 49-34A-93.

