	20:10:39:16.  Stray current or voltage test. Six tests are used to detect and measure stray current or stray voltage:

	(1)  The cow contact test;
	(2)  The 48 hour test;
	(3)  The primary profile test;
	(4)  The secondary neutral voltage drop test;
	(5)  The load box test; and
	(6)  The signature test.

Efforts shall be made by the service provider to perform the tests under conditions substantially similar to the conditions existing at the times the dairy producer believes stray current or stray voltage affected the cattle.
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