	20:10:39:37.  Recording the 48 hour test data. All of the data gathered by the recording equipment during the 48 hour test, including transient deviations, shall be downloaded and retained with the records of the investigation. The steady-state data shall be summarized in the investigation report. The recorded data shall be made available to the dairy producer or utility upon request. The qualified testing professional conducting the test shall record the location of each test point and the values measured at each test point. The identification of the cow contact point and transient deviations shall be recorded on the 48 hour test forms on file with the commission. A plot of the voltage versus time may be substituted for the recording of measured values.
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