	20:44:22:16.  Underground conductors to comply with installation requirements. All underground conductor installations, in addition to complying with the requirements of the National Electrical Code, laws of the state of South Dakota, and rules of the State Electrical Commission, shall comply with the requirement that direct burial underground service conductors or feeders shall be installed in raceway from the building to a point beyond any concrete or asphalt slabs, stoops, footings, or driveways, which may interfere with future conductor replacement.
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