	20:44:25:05.  Installation compatibility. Since cogeneration systems parallel power supplier systems, all cogeneration equipment must satisfy requirements of existing systems with which it is to be interconnected. In cases of conflicting requirements of both the power supplier and the commission, the more stringent requirements shall apply.
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