	20:54:22:04.  Special joints. Joints from copper tubing to threaded pipe shall be made by the use of brass converter fittings. The joint between the copper pipe and the fitting shall be sweated or soldered and the connection between the threaded pipe and the fitting shall be made with a standard pipe size screw joint.
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