	44:02:08:15.  Egress windows. Each egress window shall have at least a net clear opening of 5.7 square feet. The net clear opening shall be at least 24 inches high and at least 20 inches wide. The egress window shall open from the inside of the guest room without the use of any special tool or knowledge. The egress window shall have a finished sill height of not more than 48 inches above the floor.
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