	44:69:08:07.  Plumbing. A birth center's plumbing system shall be designed and installed in accordance with SDCL 36-25-15 and 36-25-15.1. Plumbing shall be sized, installed, and maintained to carry required quantities of water to required locations throughout the birth center. Plumbing may not constitute a source of contamination of food equipment or utensils or create an unsanitary condition or nuisance.

	Source: 38 SDR 115, effective January 9, 2011.
	General Authority: SDCL 34-12-62(1), (6), and (13).
	Law Implemented: SDCL 34-12-62(1), (6), and (13)

	Cross-References:
	Standards adopted for plumbing -- Conformity to National Code, SDCL 36-25-15.
	Scope and objectives of plumbing standards and rules, SDCL 36-25-15.1.

