	44:70:10:15.  Ceiling heights. Boiler room ceilings may not be less than two feet six inches (0.76 meters) above the main boiler header and connecting piping, with a minimum height of nine feet (2.74 meters). The ceilings of corridors, storage rooms, resident toilet rooms, and other minor rooms may not be less than seven feet, eight inches (2.34 meters). The ceilings of all other rooms may not be less than seven feet, ten inches (2.39 meters).
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