[bookmark: _GoBack]	44:73:12:40.  Receptacles or convenience outlets. Each resident bedroom shall have duplex receptacles as follows: one on each side of the head of each bed; receptacles for luminaires and motorized beds, if used; and one receptacle on each wall. Duplex receptacles for general use shall be installed approximately 50 feet apart in each corridor and within 25 feet of ends of corridors.
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