[bookmark: _GoBack]	44:75:14:19.  Ducts. Ducts which penetrate construction intended for X ray or other ray protection shall not impair the effectiveness of the protection. Porous duct lining materials may not be used in the interior of duct systems serving sensitive areas such as operating and delivery rooms, nurseries, and isolation rooms.
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