[bookmark: _GoBack]	44:75:14:20.  Plumbing fixture devices. Flush valves installed on plumbing fixtures shall be of a quiet operating type equipped with silencers. Bedpan flushing devices shall be provided in each patient toilet room and in the soiled workrooms.
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