[bookmark: _GoBack]	44:76:02:08.  Handwashing facilities. Handwashing facilities consisting of hot and cold running water dispensed through a mixing faucet controlled with blade handles or other hands-free controls, a towel dispenser with single-service towels or a hand-drying device, and hand cleanser shall be located in dietary areas, utility rooms, staff stations, pharmacies, laboratories, surgical suites, physical therapy rooms, restorative therapy rooms, examination and treatment rooms, laundry, and all toilet rooms. If existing faucets and controls are replaced or changed, they shall be replaced with mixing faucets controlled with blade handles or other hands-free controls.
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