[bookmark: _GoBack]	44:76:11:30.  Receptacles or convenience outlets. Each operating room shall have at least three receptacles. In locations where mobile X ray is used, an additional receptacle, distinctively marked for X ray use, shall be provided. Each treatment room shall have duplex receptacles as follows: one on each side of the head of each patient table; receptacles for luminaires and motorized beds, if used; and one receptacle on each wall. Single polarized receptacles marked for use of X ray only shall be located in corridors of patient areas so that mobile equipment may be used in any location within a patient room. If the same mobile X ray unit is used in operating rooms, all receptacles for X ray use shall be the same. Where capacitive discharge or battery-powered mobile X ray units are used, polarized receptacles are not required. Duplex receptacles for general use shall be installed approximately 50 feet apart in all corridors and within 25 feet of ends of corridors. Receptacles in pediatric units shall be of the safety type.

	Source: 42 SDR 51, effective October 13, 2015.
	General Authority: SDCL 34-12-13(4) and (14).
	Law Implemented: SDCL 34-12-13(4) and (14).

