[bookmark: _GoBack]	44:78:03:04.  Fire extinguishers. Fire extinguishers that are at least 2-A:10-B:C rated shall be installed for general building coverage at a rate of one for each 3,000 square feet and one additional 2-A:10-B:C rated extinguisher also located at the kitchen, laundry, and furnace room.
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