	61:08:05:13.  Shutoff switch required. Each boiler, excluding any hot water supply boiler, that operates unattended shall have a shutoff switch at or close to each door. The switch shall be located just outside the boiler room door and shall be marked for easy identification. If the boiler room door is on the building exterior, the switch shall be located just inside the door.
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