	61:08:05:24.  Safety valve capacity. Minimum safety valve capacity shall be in accordance with section I or IV of the ASME code, as applicable. For electric boilers the minimum safety valve capacity shall be obtained by allowing three and one-half pounds of steam per kilowatt input.
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