	61:08:05:31.  Pressure gauges required on low pressure side of reducing valves. A pressure gauge shall be installed on the low pressure side of the reducing valve. The pressure gauge shall be mounted on a siphon tube (pigtail) no less than one-fourth inch in diameter.
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