	61:08:06:03.  Special inspector reports. Each special inspector shall notify the State Fire Marshal's Office within 30 days of all boilers insured, cancelled, not renewed, or suspended because of unsafe conditions. If, upon inspection, a special inspector finds a boiler or pressure vessel to be unsafe for further operation, the inspector shall notify the owner or user within one hour stating what repairs or other corrective measures are required. Unless the owner or user agrees to make such repairs or adopt other corrective measures, the special inspector shall notify the chief inspector. Until the corrections have been made, no further operation of the boiler is permitted. If an operation certificate for the boiler is then in force, it shall be suspended. A special  inspector shall file a complete report of each boiler inspection with the State Fire Marshal's Office. The special inspector shall list the national board number, if available, and the state number on each boiler inspection report. The initial report shall be filed on standard form NB-5. Any subsequent report shall be filed on form NB-6. External inspection on high pressure boilers need not be reported unless hazardous conditions that would affect the safety of the boiler exist.
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