	61:08:09:07.  Internal inspection -- Openings. The inspector shall examine all openings into a boiler for evidence of defects. If possible, the openings for water glass connections, safety valves, steam gauges, blowoff valves, and fusible soft plugs must be inspected during each internal inspection.
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