	61:08:09:09.  Internal inspection -- Condition of flues. The inspector shall examine flues for cleanliness on the fire side and for scale buildup on the water side, and excessive buildups must be removed before the boiler is fired again. If flues have been rerolled or replaced, the inspector shall check the workmanship and ensure that the flues have been beaded over on the firebox end.
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