	61:08:09:11.  Internal inspection -- Extent of corrosion. The inspector shall check on the extent to which corrosion has progressed in the boiler metal. If corrosion has affected any area, the thickness of the remaining metal must be determined by using ultrasonic equipment pursuant to Article 4, Section V, 2001 ASME Boiler & Pressure Vessel Code.
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