	61:08:09:24.  Requirements to perform hydrostatic test. If the inspector determines that the boiler has satisfactorily met the conditions outlined in §§ 61:08:09:15 to 61:08:09:23, inclusive, the inspector may proceed with the hydrostatic test as set forth in §§ 61:08:09:25 to 61:08:09:28, inclusive.
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