	61:08:09:36.  External inspection -- Safety valve requirements. If the set pressure is not above 400 psi, the safety valves must be tested by allowing the pressure in the boiler to rise to the popping pressure and observing the results. If the results indicate that a safety valve is leaking, failing to open or close promptly, showing signs of sticking, or failing to stop further pressure build-up, steps must be taken to prevent further pressure build-up and the boiler must be taken out of service until the defective valve is repaired or replaced.
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