	61:15:01:08.  Residential flammable liquid storage tanks and liquefied petroleum gas installations. Residential combustible liquid storage tanks and liquefied petroleum gas installations of less than 2,000 gallons water capacity are not required to submit plans for review by the Department of Public Safety. This does not relieve the installer from meeting the requirements for installation as specified by the International Mechanical Code, 2015 edition, the International Fire Code, 2015 edition, or more stringent local requirements.

	Source: 18 SDR 107, effective January 1, 1992; 23 SDR 32, effective September 11, 1996; 27 SDR 75, effective February 7, 2001; 30 SDR 48, effective October 16, 2003; 33 SDR 113, effective January 2, 2007; 37 SDR 235, effective June 28, 2011; 43 SDR 56, effective October 17, 2016.
	General Authority: SDCL 34-29B-2.
	Law Implemented: SDCL 34-29B-2, 34-29B-10.

	References: International Mechanical Code, 2015 edition, International Code Council. Copies may be obtained from the International Code Council, 4051 West Flossmoor Road, Country Club Hills, IL 60478; $72.00 for members and $96.00 for nonmembers. Telephone: 1-888-422-7233.
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