	61:15:07:14.  Exit signs. If two or more exits from a story are required by the International Building Code, 2015 edition, exit signs shall be installed at stair enclosure doors, horizontal exits, and other required exits from the story. If two or more exits are required from a room or area, exit signs shall be installed at the exits from the room or area and where otherwise necessary to clearly indicate the direction of egress. If the exitway is not easily identified from any part of a building, regardless of the occupant load, the authority having jurisdiction may require additional signs, lights, or other markings to assure that the exitway meets the intent of this section.

	Source: 18 SDR 107, effective January 1, 1992; 23 SDR 32, effective September 11, 1996; 27 SDR 75, effective February 7, 2001; 33 SDR 113, effective January 2, 2007; 37 SDR 235, effective June 28, 2011; 43 SDR 56, effective October 17, 2016.
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	Law Implemented: SDCL 13-25-3, 13-25-4.
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