	74:04:12:10.  Waiver of time limit for total coliform sampling. A public water system that uses surface water or groundwater under the direct influence of surface water and does not practice filtration in compliance with 40 C.F.R. Part 141 Subpart H (July 1, 2009), shall collect at least one sample near the first service connection each day that the turbidity level of the source water exceeds one NTU. The system shall collect this coliform sample within 24 hours after the first sample showing turbidity in excess of one NTU or on the next business day and submit the sample for total coliform analysis.

	If a routine sample is total coliform-positive, the public water system must collect a set of repeat samples within 24 hours or on the next business day after being notified of the positive result. A system that collects more than one routine sample per month must collect no fewer than three repeat samples for each total coliform-positive sample found. A system that collects one routine sample per month or fewer must collect no fewer than four repeat samples for each total coliform-positive sample found. Sample results from this coliform monitoring must be included in determining compliance with the MCL for total coliform.

	Source: 31 SDR 21, effective August 24, 2004; 36 SDR 111, effective January 11, 2010.
	General Authority: SDCL 34A-3A-3.
	Law Implemented: SDCL 34A-3A-3(2).

