	74:04:09:09.  Operations and maintenance manual. An operations and maintenance manual must be submitted to the department before system start-up. At least one copy of the manual must be kept on the water system premises and at least one manual must be kept with all other water system records. The manual must be submitted to the department for review as soon as practicable before system start-up and shall contain the following information:

	(1)  A description of the facilities;
	(2)  An explanation of start-up and normal operation procedures;
	(3)  A routine maintenance program;
	(4)  Records and reporting system;
	(5)  Sampling and analyses program;
	(6)  Staffing and training requirements;
	(7)  Identification of pollution sources at the water supply;
	(8)  Safety program;
	(9)  A plan for tracking unaccounted-for water, which shall be developed and implemented;
	(10)  Emergency plan and operating procedures; and
	(11)  Manufacturer's manuals.

	The operations and maintenance manual shall be reviewed and updated as necessary to reflect changes in the operation or maintenance of the water system.
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