	74:04:11:02.  Sanitary surveys -- General. The department shall conduct a sanitary survey of all public water systems according to the criteria in this chapter. The department shall conduct a sanitary survey of all Type S community public water systems according to the criteria in this chapter by December 31, 2012, and of all Type S transient noncommunity and nontransient noncommunity systems by December 31, 2014. The frequency for a sanitary survey is as follows:

	(1)  For community water systems - every three years; and

	(2)  For transient noncommunity and nontransient noncommunity water systems - every five years.

	The department may conduct more frequent sanitary surveys for any system.

	The sanitary survey may be completed as part of a staged or phased review by the department if the survey is completed within the timeframes specified in subdivision (1) or (2) of this section.

	The department shall review the disinfection profile for systems required to comply with the disinfection profiling requirements specified by 40 C.F.R. § 141.172.

	A report describing the results of the sanitary survey including any significant deficiencies shall be provided to the water system within 30 days of completion of the survey. The report may specify corrective actions and deadlines for completion of the corrective actions.

	Source: 29 SDR 80, effective December 10, 2002; 36 SDR 111, effective January 11, 2010.
	General Authority: SDCL 34A-3A-25.
	Law Implemented: SDCL 34A-3A-25(4).

